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Code Requirements 

The Sea le Fire Code  ( S F C )   requires that  all fire 
protec on systems (such as fire alarms,  automa c 
sprinkler  systems and  standpipes) be 
pe r i od i c a l l y   tested at regular intervals. This is 
separate from  the  regular building inspec ons 
conducted by  the  S e a l e   Fire Department. 

Periodic tes ng helps ensure that  fire protec on 
systems func on as designed and  reveals defects, if 
any, which  require a en on. The SFC Sec on 901.6, 
requires that  each owner, property manager, or 
person designated in a lease maintain all fire 
protec on  systems, on  the  premises,  in  full working 
condi on at all  mes. 

General Informa on 

The  responsible party must  ensure that  valid tes ng 
of a building’s fire protec on systems takes place 
within proper intervals. Any  me  a deficiency 
impairs the system, the responsible party is 
expected to have the  damaged, failed,  or defec ve 
part repaired or replaced in a  mely manner.  Other 
deficiencies must be scheduled for repair in a  mely 
manner. 

The  last  page of this  CAM has  a chart showing the 
test  intervals for each type of system. In addi on, 
there are  secondary tests  and  certain 
maintenance processes that must  be performed 
periodically. The  intervals for secondary 
procedures are  one,  four, five, six, 10, 12, 20, and 
50  years depending on  the  type of system or 
component, and are defined in na onal 
standards including NFPA 25 and NFPA 72. 

Only cer fied technicians are allowed to install, 
maintain, test, and  repair  fire protec on  systems 
within the  city of Sea le. The Cer fica on Unit of 
the  S e a l e   Fire Marshal’s Office administers the 
cer fica on tests  and  issues the  cer ficates.  For 
more informa on on cer fica on, review 
Administra ve Rule  9.01.15 or call  (206) 386‐1351. 

A er a fire protec on system is tested or repaired, 
the  technician must  update the  service tag or  label 
on  the  system to  indicate its condi on: 

 Red  labels/tags indicate that  the  system is 
impaired. 

 Yellow labels/tags indicate that  the  system has 
deficiencies. 

 White  labels/tags indicate that  the  system 
operates  as designed. 

The design for  labels and  tags  is prescribed in 
Administra ve Rules  9.02.14 and 9.04.14. 

The  technician must  also  fill out  a report showing: 

 What  tests  and  inspec ons were performed. 

 Any deficiencies that were found. 

 The  technician’s evalua on of the  overall 
condi on  of the  system (status). 

The Sea le Fire Code  requires that  the  technician 
supply a copy of the  report: 

 To the  responsible party  on  the  premises. 
Reports must be maintained on  the  premises for 
a minimum of three years. 

 To file at  the  tes ng company’s office. 

If a planned or emergency impairment is an cipated 
to take a system out of service for more than eight 
hours, the Sea le Fire Department must be no fied.  
This no fica on allows the Department to assess the 
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file will be turned over to a Fire Department Compliance 
Officer in the Fire Marshal’s Office. Each visit by a 
compliance officer will cost $241.00 and the City may start 
legal ac on.   

Table 1: Test Frequencies for Fire Protec on Systems 

 

risks and make any opera onal decisions necessary to 
ensure response‐readiness and the safety of building 
occupants and fire fighters. 

For  melines and informa on on how to no fy the 
Sea le Fire Department of impairments an cipated to 
last more than eight hours, refer to Administra ve Rule 
9.02.14, call the Fire Marshal’s Office at (206) 386‐1450, 
or visit our website: www.sea le.gov/fire/FMO/
confidenceTes ng/ct.htm 

The insurance carrier, the alarm company, the building 
owner/ manager, and/or any supervisors or tenants in 
the areas to be affected should also be no fied of the 
impairment and provided with an es mate of how long 
the system(s) might be out‐of‐service. These same  
par es should be no fied when the system is returned to 
service. 

Selec ng a Contractor for Tes ng and Repairs 

The  system owner, building management company,  or 
lease‐designated person (also referred to as the 
“responsible party”) is ul mately responsible for 
ensuring a Sea le Fire Department cer fied 
technician does  the  tes ng and makes any 
subsequent repairs. The Sea le Fire Department 
cannot make  a specific recommenda on about  what 
tes ng company to use, but  does  p r o v i d e   a list of 
companies that employ cer fied technicians within 
the city:  h p://www.sea le.gov/fire/FMO/
confidenceTes ng/Sea le%20Fire%20Department%20‐%
20Companies%20with%20Cer fied%
20Technicians.pdf .  To check that a specific technician has 
current cer fica ons for your type of fire protec on 
system, call (206) 386‐1351. 

The Sea le Fire Department also  recommends taking 
basic  consumer precau ons when hiring  a contractor 
for system tes ng and  repairs.  Obtain mul ple bids 
and request references for the required work.  
Contact the Be er Business Bureau regarding the 
companies you are considering. 

Compliance 

The responsible party may receive a no ce of viola on 
(NOV) from the Sea le Fire Department requiring repair to 
the system(s) to correct deficiencies specified on  the 
inspec on report if those deficiencies have not been 
corrected. The NOV will establish a date for compliance.  If 
the fire department contacts you again a er the NOV has 
been issued, and you have not made the correc ons, your 

LEGAL	DISCLAIMER:	This	Client	Assistance	Memo	(CAM)	should	not	be	used	as	a	substitute	for	codes	and	regulations.		Individuals	are				
responsible	for	compliance	with	all	code	and	rule	requirements,	whether	or	not	described	in	this	CAM.  

System Type  Test Frequency 

Fire Alarm 
Annually (Op onal:  Quar‐
terly for high‐rise build‐
ings) 

Fire Pumps  Annually 

Standpipe and/or Hose 
Cabinets 

Five Years 

Automa c Sprinklers  Annually 

Emergency Generator  Annually 

Smoke Control  Annually 

Foam Systems  Annually and Five Years 

Fire Escapes  Five Years 

Alterna ve Automa c Fire 
Ex nguishing System 

Annually 

Commercial Cooking 
Rangehood Ex nguishing 
System 

Servicing required every 
six months 
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