SEATTLE CITY LIGHT STANDARD NUMBER:

MATERIAL STANDARD SUPERCEAGE:

EFFECTIVE DATE:

5630.7

lofl
May 4, 2000
December 22, 2005

o & 0D

BRACES, CROSSARM
VERTICAL SPACING

|t 72°d -

18" —>|<736“c4>|+18"c+

o

7/8°b * + * *>

P — - -
7!8}"(b | 76"d -]

Vertical Crossarm Braces shall be of the configuration and dimensions shown. They shall be fabricated
from 27 x 27 structural steel angle of 1/4” thickness and shall meet the requirements of EEI TD 6.

Holes may be either drilled or punched and shall be of 11/16” diameter.

Braces shall be hot-dip galvanized after fabrication in accordance with ASTM A123.

Tolerance: Codedas: b+1/32” c+1/16" dz*1/8
Reference Specifications: EEI TD 6 and ASTM A123, latest revisions.
Stock Unit: EA

Stock Number: 563019
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