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1.  General.  Pole-top post insulator brackets shall be of the configuration shown above (reasonable variations are 
acceptable).  The brackets shall accommodate 34.5 kV post-type insulators; ANSI C27.7 Class 57-2S or 57-12S. 

2.  Material.  The brackets shall be made of one of the following: 

(a)  Malleable iron per ASTM A47, galvanized per ASTM A153 (3 mils minimum) 

(b)  Ductile iron per ASTM A536, galvanized per ASTM A153 (3 mils minimum) 

(c)  Steel channel per ASTM A36, galvanized per ASTM A153 (3 mils minimum) (for steel channel brackets, 
particular attention should be given to the requirement for the stud bolt recess on the top) 

(d)  356-T6 cast aluminum alloy 

3.  Strength.  The bracket shall withstand a force ( F ) of 2,800 pounds (12,500 N) when gradually applied to the neck 
of an insulator as shown above. 

Reference:  ANSI C27.7; ASTM A36, A47, A153, A536 

Stock Units:  EA 
 
 

 Approved Manufacturer 

Stock Number MacLean 

563253 PTB55-8 or P532 

 

 


