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1. Threadless Universal Service Entrance Caps shall be of the configuration shown and shall be designed for 
installation in either horizontal or vertical position. 

2. Body:  The bodies shall be made of high-strength cast aluminum alloy. 

3. Wire Insulator:  The wire insulator shall be high-impact, phenolic resin or other suitable high-strength insulating 
material. 

4. Screws shall be stainless steel or cadmium-plated steel. 

5. Stock Unit:  EA 
 

 
Approved Manufacturers 

Stock Number Conduit Size, in. Bridgeport Steel City 

731425 0 - 1/2 1251 SH-101 

731426 0 - 3/4 1252 SH-102 

731427 1 1253 SH-103 

731428 1 - 1/4 1254 SH-104 

731429 1 - 1/2 1255 SH-105 

731430 2 1256 SH-106 

731431 2 - 1/2 1257 SH-107 

731432 3 1258 SH-108 

731433 3 - 1/2 1259 SH-109 

731434 4 1260 SH-110 
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