STANDARD NUMBER:
SEATTLE CITY LIGHT gl 1Uf21-1 2.4/NVH-70
O

DATE:  March 12, 1970
CONSTRUCTION GUIDELINE NTE: March 121070
SUMP INSTALLATION FOR EXISTING AND CAST-IN-PLACE VAULTS OR MANHOLES

New Sump
(Handhole riser)

Break out manhole /— —_—— e _‘/

floorin this area s r‘:—“‘_ﬂ
(as applicable). “ ”
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Existing Sump

Fill old sump as needed and replace
removed portion of floor. Slope to
new sump. See note.

PLAN

Grating is available
from Utility Vault

to fit new sump.
Existing Sump\ \

Sand fill where no sewer condition i i
exists. Referto U2-12.1 / NVH-60 / o=
for discharge pipe. Two each Handhole Risers/
SCL Stock No. 720402

SECTION "A - A"

Note: Concrete shall be poured to one inch above the bottom of precast handhole sump. Paint outside of
sump polyvinyl acetate bonding agent, "weldcrete", prior to pouring the new concrete floor. Vibrate or
thoroughly tamp concrete to assure a good bond and seal to precast sump and floor. Smooth new concrete

edges to match existing floor.
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