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STANDARDS COORDINATOR STANDARDS SUPERVISOR UNIT DIRECTOR 
   

 

F L O O D L I G H T  I N S T A L L A T I O N  D E T A I L S ,  D I R E C T  P O L E  M O U N T  
 
 
 
 
 
 
 

Note 

Ground the mast arm to the 
secondary neutral or 
communications messenger if 
it is less than 40 inches above 
communications cables. 

 
 
 

 100 - 150 - 250 - 400  Watt Installation 
 
 
 

Material  List  

Item Quantity Description Stock No. 

1 1 BOLT, 5/8˝ x Length as required

2 1 WASHER, 2-1/4˝ Square 585135E 

3 1 LAG, 1/2˝ x 4˝ Fetter Drive 785261E 

4 1 BRACKET, Floodlight 568044 

5 1 SCREW, Cap, 5/8˝ x 1-1/2˝ 784887E 

6 1 WASHER, 5/8˝ Split Lock 788126E 

8 1 FLOODLIGHT  

   100 watt 568161 

   150 watt 568163 

   250 watt 568168 

   400 watt 568166 

9 2 CLAMP, Parallel Groove 652020E 
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