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HAND WRAPPED SPOOL TIES 
FOR COPPER OR ALUMINUM 

POLY COVERED CONDUCTORS 
Single Tie 

 
 

Double Tie 

 
 

Length of Tie Wire, Inches Line Conductor 
(Cu or Al) Tie Wire Size (Cu) Single Tie Double Tie 

6 Poly 6 Poly 38 30 

4 Poly 6 Poly 38 30 

2 Poly 6 Poly 38 30 

2/0 Poly 4 Poly 38 30 

4/0 Poly 4 Poly 38 30 
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