Attachment #1, General Conditions

Vendor Contract #0000000937

Industrial Battery Systems


 BACK-UP POWER SYSTEM MAINTENANCE
GENERAL CONDITIONS
PART I – GENERAL 

A.
Contract Period


10/01/02 through 8/19/07

B.
Trial Period

A ninety (90) day trial period shall apply to this contract.  During the trial period, the Vendor must perform in accordance with all terms and conditions of the contract.  Failure to perform during this trial period will result in the immediate cancellation of the contract.  In the event of dispute or discrepancy as to the acceptability of product or service, the City’s decision shall prevail.  The City agrees to pay only for authorized work performed up to the date of termination.

If the contract is terminated within the trial period, the City reserves the option to award the contract to the next low responsive bidder.  Any new award will be for the remainder of the 5-year contract period, and will also be subject to this trial period.  

C. Scope of Work - Overview

1. Provide written reports of the findings and recommendations for improvement or replacement for all systems at assigned sites.

2. Establish and maintain maintenance logs for all equipment at assigned sites.

3. Generate maintenance and repair reports and distribute such reports to appropriate City managers. 

4. Provide repair of equipment when required and as authorized by the City.

5. Provide replacement and disposal of equipment when required and as authorized by the City.

6. Provide personnel for emergency call-outs 24 hours per day, 7 days per week.

7. Perform all quarterly, semi-annual, and annual maintenance as described in Section 2.
D. Insurance Requirement
The Vendor shall obtain and maintain continuously, throughout the contract period, evidence of insurance as specified in the City’s, “Insurance Requirements”.
E. Price or Rate Changes
Prices or rates offered by the Vendor shall be firm-fixed throughout the first year of the contract.  Any price or rate increases, thereafter, will be considered on a pass through basis only, increases which do not produce a higher profit margin than those prices established on the contract. The Vendor may request a price/rate increase annually, at least 45 days prior to the contract anniversary date, clearly identifying the item impacted by the increase including sufficient documentation to justify it. Any increases must be based on U.S. published indices such as the Producer Price Index. The decision to accept any price or rater increase will be at the sole discretion of the Buyer and, if not acceptable, the City may exercise option to cancel the contract. Conversely, any cost reductions to the Vendor or any price declines shall be reflected in a reduction of the contract price effective immediately.
The City of Seattle will not be bound by prices contained in an invoice that are higher than those in the contract.  Unless the higher price has been accepted by the City and the contract amended, the invoice may be rejected and returned to the Contractor for corrections.
PART II – CITY’S MAINTENANCE REQUIREMENTS

A.
Maintenance Requirements 



Vendor’s prices are based on the following schedules and requirements:

1. BATTERIES

i. Quarterly Maintenance

· Check battery rack for both corrosion and structural integrity.

· Conduct visual inspection of batteries for swelling, leaks, debris, overheating, corroded cable or connections, and other abnormal conditions.

· Check for existence and proper function of appropriate signage and safety equipment.

· Check for overheated connections.

· Clean and neutralize batteries and racks as necessary.

· Measure and record battery room ambient temperature.

· Measure and record total battery float voltage.

· Measure and record DC buss ripple voltage and frequency.

· Tighten all battery connections to proper specifications.

· Turning off the battery charger, measure and record the load current and battery voltage after 5 minutes.

ii. Semi-Annual Maintenance

· Measure and record cell voltages and specific gravity

· Equalize batteries

iii. Annual Maintenance

· Conduct a load test of the batteries while maintaining electrical service via use of an external load bank and time them to a 10% drop in battery voltage.  Graph the results.
2. GENERATORS

i. Monthly Maintenance

· Test operation of generator and transfer load to it.

· Assure that the transfer switch operates properly.

· Measure and record fuel supply.

· Measure and record output voltage.

· Measure and record output frequency.

· Measure and record output current.

ii. Semi-Annual Maintenance

· Service or replace air filter.

· Check for fuel, lubricant, coolant, exhaust & other leaks.

· Check condition of hoses and replace if necessary.

· Inspect, tighten and replace belts as necessary.

· Inspect block heater for operation and condition.

· Pressure test coolant system.

· Check generator output voltage and frequency, adjust as necessary under load and record.

· Check governor operation.

· Check engine alternator and charge rate.

· Check all gauges for proper operation.

· Verify engine auto shut-down.

· Verify proper operation of all alarms.

· Check for rodent infestation.

· Check for proper antifreeze level.

iii. Annual Maintenance

· Lubricate, oil and change filter.

· Have oil sample analyzed and record results.

· Change fuel and air filters.

· Have fuel sample analyzed and record results.

· Confidence check per Seattle Fire Department Regulations.
3. CHARGERS/RECTIFIERS

i. Semi-Annual Maintenance

· Check battery charger operation and charge rate.

· Check voltage output.

· Check the proper operation of the alarm system.

· Check for proper load sharing when more than one unit is in operation and adjust if necessary.

· Check the over and under voltage trip points.

4. INVERTERS

i. Semi-Annual Maintenance

· Check transfer-auto-reset switch functionality.

· Check frequency.

· Check voltage output.

· Check the proper operation of the alarm system.

5. UNINTERUPTABLE POWER SUPPLIES (UPS)

i. Monthly Maintenance

· Measure and record phase to phase, phase to neutral input and output voltages.

· Measure and record neutral current under load.

· Measure and record frequency output checking for the presence of excessive harmonics.

ii. Semi-Annual Maintenance

· Perform an infrared scan of all breakers, connections, and associated controls.  Report in detail all high temperature areas and repair as authorized.

· Check all mounting hardware for tightness and discoloration.

· Vacuum exterior and interior of cabinet.

· Replace air filters.

· Perform a status check of all alarms.

· Perform an operational test of the UPS including load transfer and bypass.

· Recalibrate as necessary.

· Check all integrated batteries as indicated above.
6. SYSTEM CHECK

i. Semi-Annual Maintenance

· Check emergency operation of entire backup system for each location.

· Measure equipment ground bus potential at each location.
PART III – CONTRACT ADMINISTRATION
A.
Performance Inspections
A representative of the Department of Information Technology will periodically conduct on-site inspections to determine the overall quality of contract performance.


B.
Cancellation
The Department of Information Technology shall have the right to cancel this contract upon providing (30) days written notice to the Vendor.

The Vendor shall return to the City all City property furnished to the Vendor for use under this contract and furnish the City all relevant information on the status of any incomplete assignment.


C.
Changes

Either party may propose changes to the contract favorable to the City.  Any contractual change will be made at the sole discretion and approval of the City and will be executed in the form of an amendment to the contract.


D.
Payment
Payment will be made on a monthly basis.  The Vendor will be required to provide an invoice each month during which work has been performed, within 30 days after the end of the month.  All invoices shall include the date, location and itemization of the work performed.



Each invoice shall be identified with the Purchase Contract Number.



Invoices shall be submitted to:

                                    Accounts Payable




Department of Information Technology




700 Fifth Avenue, Suite 2700




Seattle, Washington  98104-1706


E.
Communication with the City
Communications relating to the day-to-day administration of the contract shall be directed to Doug King, (206) 684-7733 or his designee.

Communication relating to other contractual matters shall be directed to the appropriate buyer in the Purchasing Section of the Contracting Services Division of the Department of Information Technology.

IV - PRICING AND OTHER INFORMATION
A.
Site Model Pricing 
Prices offered by Vendor for the five Site Models are shown below based on the City’s requirements listed in Part II.  Prices are firm- fixed for a period of one year from contract execution.  
Model One is located in Kingston, Washington.  Prices include travel time.
	Equipment
	Qty. & Type 
	Monthly Maint.
	Quarterly Maint.
	Semi-Annual Maint.
	Annual Maint.
	Total

	Batteries
	24 ea. Industrial Battery 

KCT –270 48v
	N/A
	$180.00
	$320.00
	$400.00
	$900.00

	Generator
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	Charger Rectifier
	2 each Lamarche A36F-50-48
	N/A
	N/A
	$60.00
	N/A
	$120.00

	Inverter
	None
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	UPS
	None
	N/A
	N/A
	N/A
	N/A
	N/A

	System Check
	N/A
	N/A
	N/A
	$120.00
	$120.00
	$240.00

	Total Annual Maintenance Cost 
	N/A
	N/A
	N/A
	N/A
	N/A
	$1,380.00


Model Two is located in Northeast Seattle (app. 175th & 15th NE).  Prices include travel time.
	Service
	Qty. & Type
	Monthly Maint.
	Quarterly Maint.
	Semi-Annual Maint.
	Annual Maint.
	Total

	Batteries
	24 ea. Industrial Battery KCT – 360 48V
	N/A
	$140.00
	$260.00
	$320.00
	$720.00

	Generator
	1 ea. 

Onan LPG 35KW 120/240
	$
	N/A
	N/A
	$
	$

	Charger Rectifier
	2 ea. Lamarche A36F-50-48V
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	Inverter
	1 ea. Ratelco 48vdc to 12vdc
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	UPS
	1 ea. Best Ferrups 6KVA
	$
	N/A
	$
	$
	$

	System Check
	N/A
	N/A
	N/A
	$120.00
	$120.00
	$240.00

	Total Annual Maintenance 
	N/A
	N/A
	N/A
	N/A
	N/A
	$1,200.00


Model Three is located in West Seattle.  Prices include travel time.
	Service
	Qty. & Type
	Monthly Maint.
	Quarterly Maint.
	Semi-Annual Maint.
	Annual Cost Maint.
	Total

	Batteries
	24 ea. Industrial Battery KCT 450 –  48V
	N/A
	$140.00
	$260.00
	$320.00
	$720.00

	Generator
	1 ea.

Onan LPG 35KW 120/240
	$
	N/A
	$
	$
	$

	Charger Rectifier
	2 ea. Lamarche A36F-50-48
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	Inverter
	None
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	UPS
	1 ea. 

Best Ferrups 6KVA
	$
	N/A
	$
	$
	$

	System Check
	N/A
	N/A
	N/A
	$120.00
	$120.00
	$240.00

	Total Annual Maintenance 
	N/A
	N/A
	N/A
	N/A
	N/A
	$1,200.00


  Model Four is located in Downtown Seattle

	Service
	Qty. & Type
	Monthly Maint.
	Quarterly Maint.
	Semi-Annual Maint.
	Annual Maint.
	Total

	Batteries
	24 ea.

Absolyte 24 – 100A-51 48v
	N/A
	$140.00
	$260.00
	$320.00
	$720.00

	Generator
	None
	N/A
	N/A
	N/A
	N/A
	N/A

	Charger Rectifier
	1 ea. 

Peco PEC 3875B-L22 52v
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	Inverter
	None
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	UPS
	1 ea. Liebert Series 300 75KVA
	$
	N/A
	$
	$
	$

	System Check
	N/A
	N/A
	N/A
	$120.00
	$120.00
	$240.00

	Total Annual Maintenance 
	N/A
	N/A
	N/A
	N/A
	N/A
	$1,200.00


Model Five is located in Downtown Seattle.  Please factor in travel time if needed.
	Service
	Qty. & Type
	Monthly Maint.
	Quarterly Maint.
	Semi-Annual Maint.
	Annual Maint.
	Total

	Batteries
	Absolyte 23 – 100A-33 48v
	N/A
	$140.00
	$260.00
	$320.00
	$720.00

	Generator
	1 ea.  Onan Diesel 100KW
	$1,400.00
	N/A
	$
	$
	$

	Charger Rectifier
	1 ea. Power Conversion Products #TWPP48S-600
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	Inverter
	None
	N/A
	N/A
	$60.00
	$60.00
	$120.00

	UPS
	1 ea.

Liebert Series 300 100KVA
	$
	N/A
	$
	$
	$

	System Check
	N/A
	N/A
	N/A
	$120.00
	$120.00
	$240.00

	Total Annual Maintenance 
	N/A
	N/A
	N/A
	N/A
	N/A
	$1,200.00



Annual percentage discount if Vendor is contracted for all work described in the five Site Models above?   0%

B.
Other  Information:
1. Hourly Rates:
	Position
	Regular
	Overtime

	Technician
	$65.00
	$112.50 ($150.00 Sunday)


2. Overtime:

Overtime includes all work taking place outside regular business hours, 6AM – 6PM Monday through Friday.  Sunday is double the overtime rate.
3. On-Call Services:

During regular business hours – “regular rate” applies
Outside regular business hours – “overtime rate” applies
C.
Vendor Information
Vendor Name:  Industrial Battery Systems
Address:  211 S Austin St, Seattle WA 98108
Contact:  Cliff Hartman
Phone:  206-763-9170
Fax:  206-763-1691
E-mail address:  chartman@indbattery.com
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