Attachment #1, to Change Order #1

VENDOR CONTRACT #B79195

2/1/98 through 1/31/2002


COMPUTER POWER & SERVICE, INC.

927 NW 50TH STREET

Seattle, WA 98103

TEL:  206-782-7090

FAX:  206-782-7331

MAINTENANCE OF UPS AND BATTERY BACK-UP UNITS
Scope of Work and Locations:  See Attachments A & B (in receipt)

Semi-Annual service charge for the 911 Center, Fire Alarm Center/Emergency Operations Center, and West Precint covering both UPS and battery back-up units @ $3002.50/6MO

Maximum Escalation Rate Per Year 2%


Additional locations may be added by contacting Michael Mears, Buyer, 684-4570.


Service to be performed during regular business hours of 8:00 AM to 9:00 PM.

Emergency Repair Service

In addition to Scheduled Service, this contract will include Emergency Service with the following response times and billing rates:

(1)  one hour maximum response time for emergency calls.

(2)  six hour maximum response time for non-critical calls.



Labor:  


$  75.00/HR Regular hours Monday thru Friday




 


$112.50/HR Overtime Monday thru Saturday




 


$150.00/HR Sunday & Holidays



Minimum Call Out Charge:  
None



Parts:
   


  10% (Discount From MFR List Price)

Repair Limitations/Reporting & Authorization

Scheduled service visits shall not exceed $500.00 for items not included in the service section without authorization.


Emergency calls shall not exceed $5,000.00 without authorization.


Detailed reports shall be submitted after each scheduled service call and emergency call-out.  Reports shall include all problems found, corrective action taken and recommended changes including a cost estimate.


Verbal reports shall be made immediately on inspection and completion of work.


Written reports shall be provided within 1-week of inspection/completion.



Written Reports to be submitted to:




FACILITIES SERVICES DUV, ESD




610-3RD Ave., Basement




Seattle, WA 98104-1824




Attn:  Tim Noonan


Verbal reports and authorization requests are to be made by contacting the 24-hour Operations Center at 684-5422 and asking for the individuals listed below, in the following sequence.

1.  Tim Noonan

2.  Bill Demps

3.  Norma Miller

Warranty:



A minimum warranty of 1-Year against defects in material and 90-Days for workmanship, shall be provided.
Payment:


Payment for this service to be made semi-annually.  If this service is canceled for any reason, the unused portion of the payment shall be refunded.


Invoices shall itemize labor hours and material charges.  Material charges shall list items individually and pricing.

Freight:

 FOB: JOBSITE

General:

This contract is subject to cancellation upon thirty (30) days written notice.


During the term of this contract either party may propose changes, provided thirty (30) days advanced written notice is furnished.

SERVICE OF UNINTERRUPTABLE POWER SUPPLIES

AND BATTERY BACK-UP UNITS

Purpose:
The purpose of the contract is to implement preventative service and repair programs for Uninterruptable Power Supplies (UPS) and Battery Back-up Units located both at 911 Center and at the Fire Alarm Center/Emergency Operations Center.

General Information:
The contract will be monitored by personnel from ESD Facilities Maintenance and Operations to insure reliability.  ESD Facilities Maintenance and Operations reserves the right to terminate the contract when specifications and goals are not met by the firm.

UNINTERRUPTABLE POWER SUPPLY (UPS)
      Semi-Annual Services

1.  Using a Fluke 87 record phase to phase, phase to neutral, and input and output voltage.

In addition, record neutral current and frequency checking for excessive harmonic current.

2.  Perform an infrared scan of all breakers, connections, and associated controls.  Repair and/or report in detail all high temperature areas.

3.  Conduit a visual inspection of the equipment.

4.  Check all mounting hardware for tightness or discoloration.  Make corrections and report immediately.

5.  Vacuum exterior and interior of cabinet

6.  Replace any filters

7.  Perform a status check of all alarms

8.  Perform an operational test of the UPS including load transfer and bypass

9.  Return to normal and verify output voltage phase to phase and phase to neutral.

      Recalibrate where necessary

BATTERIES

NOTE:  Battery replacement and disposal will be provided at the option of the City.  Should the contract holder be selected, documentation and description of the contract holder’s disposal procedure shall be provided to the City of Seattle when the contract is awarded.  If the vendor uses a subcontractor for battery replacement and disposal the subcontractor’s disposal procedure shall be given to the City within the same time frame.  Copies of all disposal manifests shall be provided to the City within fifteen working days of disposal.  Failure to provide disposal manifests may result in contract termination.

      Semi-Annual Service

1.  Check battery rack for both corrosion and structural integrity

2.  Conduct visual check of general conditions

3.  Conduct visual inspection of batteries for swelling, leaks, debris, overheating, corroded cable or connections, jumper straps, loose battery racks, conduit, etc.

4.  Check for appropriate signage and safety equipment

5.  Check for overheated connections

6.  Clean and neutralize batteries and racks as required

7.  Record battery room ambient temperature

8.  Measure and record total battery float voltage

9.  Measure and record DC buss ripple voltage

          10.  Using a torque wrench, tighten all battery connections to proper specifications

    Annual Service
1.  Provide an external load bank for the batteries and time them to a 10% drop in individual

      battery voltage.

SERVICE OF UNINTERRUPTABLE POWER SUPPLIES

AND BATTERY BACK-UP UNITS
911 Center
Location:
The City of Seattle 911 Center is located in the Public Safety Building, 610 Third Avenue-on the 2nd floor.  Additional equipment is located in the Public Safety Building Boiler Room.

                     UPS

                                Emerson
Model #AP-04


Part #02-788004-01


Serial #40200-5933


Input 30, 3w, 208V, 177A


Output, 30, 4W, 120/208V, 138A


Bypass in 30, 4W, 120/208V, 130A


Output KVA 50, KW 45

                      Batteries
                                  Exide

#3CC-7B Calcium 168 A/H






Quantity=60

Fire Alarm Center/Emergency Operations Center

Location:
The City of Seattle Fire Alarm and Emergency Operations Centers are located  in the south half of the building occupied by Fire Station #2, 320 Fourth Avenue-at the corner of Fourth Avenue and Battery Street.



UPS



     
Emerson
Model #AP341-01




      Elect
Output 30KVA/24KW






208V, 30, 3W

BATTERIES



PRC

#PRC1295






Quantity=120

West Precinct

Location:



810 Virginia Street






Seattle, WA 98101



UPS




Libert

Model AP376






Serial # M11381F






Rated Capadity 100 KVA



BATTERIES



      Johnson 
 
Model UPS 12-475




Controls
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