City of Seattle Invitation to Bid 
ITB-3409

Addendum 

Issued on: 12/1/14

The following is additional information regarding Invitation to Bid # SPU-3409 titled SPU Tolt Pipes released on 11/17/14.  The due date and time for responses is 12/4/14@ 3 pm (Pacific).  This addendum includes both questions from prospective proposers and the City’s answers and revisions to the ITB. This addendum is hereby made part of the ITB and therefore, the information contained herein shall be taken into consideration when preparing and submitting a bid.
	Item #
	Date Received
	Date Answered
	Vendor’s Question
	City’s Answer
	RFP Revisions

	1
	11/21/14
	12/1/14
	What is the anticipated working pressure for this pipe is so I can calculate the reinforcement (if any) for the manhole outlet.
	The Operating Pressure is 70 psi
	

	2
	11/21/14
	12/1/14
	Can we get the City to confirm that they will unload the pipe at the Treatment Plant site? I’m assuming that’s the plan but it doesn’t say that in the specs. 


	The City will unload the pipe.


	

	3
	11/21/14
	12/1/14
	Why do they require 100% radiography of the pipe in lieu of hydro testing? This is in the Job Specifications sheet. It’s more cost for no added value and creates a bottleneck in our system that would be nice to avoid.


	Please conform to the testing specification as written.
	

	4
	11/21/14
	12/1/14
	Shouldn’t there be some passholes in some (or all) of these pipes? The installation crew will need some kind of access for their welding leads unless all of this pipe gets used in one string in which case they can use the manhole.


	This pipe is intended to be used in one string with the manhole.
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