Responsibility/Responsiveness Checklist
ITB #SCL-1189:


Title: Power Transformer with No-Load Tap Changer for East Pine Substation Bank 95 - Rebid


Buyer Name:
Presley Palmer
Date: 1/17/14  


	
	Vendor Name
	Minimum Qualifications
	References
	EB / Vendor

Questionnaire
	Bond ability
	Accept City Terms & Conditions
	Price Response Submitted Complete
	Warranty
	Status
	Comments

	
	
	Complies
Non- Comply
No Response


	Complies
Non- Comply
No Response


	Accepted

Rejected


	Accepted

Rejected

NA

	Accepted

Rejected

	Complies
Non- Comply
No Response


	Complies

Non- Comply

No Response


	Rejected

Accepted
	

	1
	Toshiba
	Complies
	Complies
	Accepted
	Accepted
	Rejected
	Accepted 
	Complies
	Rejected
	Vendor request negotiation of City Terms which are not negotiable.
Requested negotiations of the City’s terms. Negotiations of the terms are not permitted for this bid and thus the bidder is considered non-responsive.

	2
	PanAmerica 
	Non-Comply
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response does not show the minimum 10 years USA experience as outlined in the minimum qualifications.

	3
	Fortune Electric
	Non-Comply
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response to question 27 of Bid Offer Form is non-compliant to the requirements. The quantity zero (0) for Seal-In-Relays is less than the required eleven (11) specified.
Proposal does not show 10 years auto transformer experience in the USA.

	4
	Hyundai Heavy Indus
	Complies
	Complies
	Accepted w/clarification
	Accepted
	Rejected
	Accepted
	Complies
	Rejected
	Vendor provided written exceptions to the City Terms which are not negotiable

	5
	Hyundai Power Trans
	Complies
	Complies
	Accepted w/clarification
	Accepted
	Rejected
	Accepted
	Complies
	Rejected
	Vendor provided written exceptions to the City Terms which are not negotiable

	6
	Hitachi
	Complies
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response to question 25 of Bid Offer Form is non-compliant to the requirements. The quantity one (1) is less than the required two (2) specified for the Gas Accumulator Relay.

Response to question 27 of Bid Offer Form is non-compliant to the requirements. The quantity zero (0) for Seal-In-Relays is less than the required eleven (11) specified.

	7
	BTW
	Non-Comply
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response to question 14c of Bid Offer Form is non-compliant to the requirements. 
Response to question 14f of Bid Offer Form is non-compliant to the requirements. 
Response to question 17 of Bid Offer Form is non-compliant to the requirements. 
Response does not demonstrate the minimum 10 years USA experience.

	8
	Summit Electric/ABB
	Complies
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Accepted
	

	9
	Efacec
	Non-Comply
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response to question 19a of Bid Offer Form is non-compliant to the requirements. The amount of the transformer oil proposed is 15435 Gal, which is substantially more than the maximum 14500 gallons specified.
Proposal not clear regarding the years of experience meeting the required 10 years USA experience.

	10
	General Pacific/Alstom
	Complies
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Rejected
	Response to question 27 of Bid Offer Form is non-compliant your bid states a seal-in relay of 1 which is less than the required 11.

	11
	HICO
	Complies
	Complies
	Accepted
	Accepted
	Accepted
	Accepted
	Complies
	Accepted
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