City of Seattle Request for Proposal 
Addendum 2
Updated on: 03/02/15

The following is additional information regarding Request for Proposal #SCL-3411 titled Ross Powerhouse Bank 42 and 44 Replacement released on 02/23/15.  The due date and time for responses is 04/14/15 (Pacific).  This addendum includes both questions from prospective proposers and the City’s answers, and revisions to the RFP. This addendum is hereby made part of the RFP and therefore, the information contained herein shall be taken into consideration when preparing and submitting a bid/proposal.
	Item #
	Date Received
	Date Answered
	Vendor’s Question
	City’s Answer
	RFP Revisions

	ADDENDUM 1

	1
	2/24/15
	2/27/15
	Can we offer only “Design, Manufacture, Delivery and Installation of Transformers with all the Specifications described herein (Ross Banks 42 and 44)” and do not include “removal and disposal of existing transformers”?
	No.  
However, the bidder can hire a sub-contractor to perform that work.
	No Change

	2
	2/24/15
	2/27/15
	Would you allow Proposers to attend the Pre-Proposal/Site Visit Conference with their Heavy Hauler?
	Yes,
 we encourage that.  The Heavy Hauler, and all other subcontractors, will also need to sign Non-disclosure agreements before they can view confidential drawings and documents.
	No Change

	3
	2/24/15
	2/27/15
	Any exceptions to the Terms and Conditions will be rejected as non-responsive?
	Bidders are advised to provide written objections which will be negotiated if awarded. Keep in mind that there are many terms which we as a government entity are bound to by law and they cannot be negotiated.
	No Change

	ADDENDUM 2

	4
	n/a
	3/2/15
	City Reminder and project summary
	Reminder:

Proposers must attend a mandatory site visit on March 17, 2015 and to submit a non-disclosure agreement at or before the site visit.   The site is located 2.5 – 3 hours drive northeast of Seattle.  Please RSVP.

The RFP includes:

•
Furnish F.O.B. Seattle City Light (SCL) Ross Powerhouse seven (7) generator step-up transformers rated 54/72/90 MVA, 242,000 GR.Y/139,700:13,800V, 60Hz, single phase, delta primary, grounded-wye secondary, with no-load tap changer 

•
Assemble and install six transformers, the seventh transformer will serve as a spare and will not be assembled; and

•
Remove and dispose of the six existing transformers. 
	No Change

	5
	3/2/15
	3/2/15
	Please help me with the Cost Estimate for Project # SCL-3411
	Estimated bid price is $12 million.
	No Change
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