City of Seattle Invitation to Bid #SCL-1170
Addendum #2
Updated on 5/10/13

The following is additional information regarding Invitation to Bid #SCL-1170, titled 123kV and 242kV Disconnect Switches released on 5-6-13.  The due date and time for responses remains as 5/16/13; 4:00 PM (Pacific).  This addendum includes both questions from prospective bidders and the City’s answers, and revisions to the ITB.  This addendum is hereby made part of the ITB and therefore, the information contained herein shall be taken into consideration when preparing and submitting a bid.
	Item #
	Date Received
	Date Answered
	Vendor’s Question
	City’s Answer
	ITB Revisions

	1
	
	5/8/13
	n/a – Correction needed to clarify Desired Delivery Date.
	Desired Delivery Date in Section 2, Solicitation Objectives of June 30, 2013 is incorrect. The correct Desired Delivery Date is August 15, 2013. 
	Correction of Desired Delivery Date in Section 2, Solicitation Objectives to be consistent with Date of August 15, 2013.

	2
	5/8/13
	5/8/13
	Possibility of Split Award? Will the City of Seattle be open to this option?
	This proposal is written with all intentions of awarding a purchase order to a single vendor in its entirety. The City does reserve the rights to award to multiple vendors if circumstances discovered in the evaluation process makes business sense.
	No revision. The City of Seattle intends to award on purchase order to a single vendor.

	3
	
	5/8/13
	n/a – Section #3, Minimum Qualifications states that there is no minimum qualifications for eligibility to submit a bid. 
	The City of Seattle has determined due to the short delivery window that the single minimum qualification to be added would be for the bidder’s manufacturing facility be located in North America.
	Section 3, Minimum Qualifications of the ITB revised to make it be mandatory that bidder’s manufacturing facility be located in North America. Please validate this by completing returning this minimum qualifications document:
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	4
	5/10/13
	5/10/13
	The specs for the 242kV switches requires auxiliary switches. Can you please ask how many "poles" are required for these auxiliary switches? 


	Per our control engineers we need an auxiliary switch with 4 poles, 2 'A' and 2 'B'.
	No Changes, just a clarifying answer.
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		Item #

		Minimum Qualification

		Complies

		Does Not  Comply

		If you comply, describe how you meet the minimum qualification.
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MINIMUM QUALIFICTIONS

Please check the applicable box to signify compliance or non-compliance to each minimum qualification.  If you do comply, describe exactly how you achieve each minimum qualification.  The determination that you have achieved all the minimum qualifications is made from this document or a document with the same information.



