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LE PANIER HVAC INSTALL
1902 PIKE PLACE
SEATTLE, WA 98101

PROJECT DATA

1. JURISDICTION: CITY OF SEATTLE
2. PARCEL NUMBER: 800855-0000
3. TENANT NAME: LE PANIER
4. PRESENT USE: MIX-USE
5. LEGAL DESCRIPTION: BEG ON W LN OF 1ST AVE S 1110 FT S OF S LN OF SPOKANE ST TH S ALG SD W AVE LN 1060.61 FT M/L TO TR CONVYD TO N P RY CO UNDER AUD FILE # 2953477 TH N 41-01-45 W 157.95 FT TH N 32-37-45 W 50.48 FT TH N 30-46-45 W 49.84

FT TH N 33-08-15 W 30.51 FT TH N 38-20-15 W 31.52 FT TH N 41-16-15 W 78FT TH N 40-39-15 W 50.84 FT TH N 37-11-45 W 48.61 FT TH N 26-04-30 W 48.85 FT TH N 15-36-30 W 21.87 FT TH W 4.44 FT TH NWLY 55.39 FT TO PT 355 FT W OF W LN OF 1ST AVE S TH N 550 FT
TH E 355 FT TO BEG

SCOPE OF WORK

INSTALL HVAC EQUIPMENT, MITSUBISHI HEAT PUMP SYSTEM, (1) 72K BTUH OUTDOOR UNIT, AND (2) 24K BTUH INDOOR UNITS (DINING AREA)

DRAWING INDEX

M0.0 TITLE SHEET
M0.1 ZONING AND SOUND
M1.0 FLOOR PLAN
M1.1 ODU LOCATION PLAN
M1.2 REFRIGERATION LINE PLAN
M2.0 EQUIPMENT SCHEDULE
M6.0 CUT SHEETS 1
M6.1 CUT SHEETS 2
M7.0 STRUCTURAL SHEETS 2

PROJECT NOTES

1. ALL WORK SHALL COMPLY WITH THE 2018 SEATTLE ENERGY CODE AND THE 2018 INTERNATIONAL MECHANICAL CODE INCLUDING ALL AMENDMENTS MADE BY THE STATE OF WASHINGTON AND THE CITY OF SEATTLE

NOT TO SCALE
A

M0.0
SATELLITE MAP

NOT TO SCALE
B

M0.0
VICINITY MAP
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IU - 24K BTUH
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 APPOX. LOCATION OF IDU-A1
MODEL: PKFY-P24NKMU-E2TH

APPOX. LOCATION OF IDU-A2
MODEL: PKFY-P24NKMU-E2TH

APPOX. LOCATION OF CHASE.
ODU REFRIGERATION LINES
RUN DOWN TO SALES FLOOR.

- TRANSFER GRILLES
LOCATED ON TOP OF

ENTRANCE DOORS.
- DOORS & WINDOWS

OPEN DURING
BUSINESS HOURS.

1
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GENERAL NOTES

1. NATURAL VENTILATION USED IN THE SPACE, VIA TRANSFER GRILLES
ON TOP OF ENTRANCE DOORS, DOORS AND WINDOWS BEING ALWAYS
OPEN DURING BUSINESS HOURS.

1



APPROX. LOCATION
EXISTING CHASE

LEADS TO LE PANIER
BACK ROOM.

REFRIGERATION
LINES TO GO TO
EXISTING CHASE
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A

M1.2
TOP VIEW - REFRIGERATION LINE ROUTE
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GENERAL NOTES

1. TYPE L ACR COPPER PIPING TO BE RUN FROM NEW UNIT TO EXISTING
REFRIGERATION PIPING.

1

REFRIGERANT CLASSIFICATION AMOUNT OF REFR PER OCCUPIED SPACE
LBS PER 1000 CUBIC FEET PPM G/M^3 OEL^e

R-410A A1 26 140,000 420 1000

VOL. OF SPACE VOL. PER 1000 FT^3 TOTAL ALLOWABLE REFRIGERANT
LBS PER 1000 FT^3 (R-410A)

LBS IN THE SYSTEM

10108.4 10.1084 262.82 29.58

NOT TO SCALE
B

M1.2
VOLUME CALCULATION PER 2018 & 2021 SMC TABLE 1103.1

1



APPROX.
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SEATTLE ENERGY CODE COMPLIANCE FOR ECONOMIZER EXCEPTION:

C403.5 ECONOMIZERS
1. AIR ECONOMIZERS SHALL BE PROIVDED ON ALL NEW COOLING SYSTEMS INCLUDING THOSE SERVING COMPUTER SERER ROOMS, ELECTRONIC EQUIPMENT, RADIO

EQUIPMENT, AND TELEPHONE SWITCHGEAR. ECONOMIZERS SHALL COMPLY WITH SECTIONS C403.5.1 THROUGH C403.5.5
2. EXCEPTION: ECONOMIZERS ARE NOT REQUIRED FOR THE SYSTEMS LISTED BELOW:

2.1. EXCEPTION 3
2.1.1. UNITARY OR PACKAGED SYSTEMS SERVING ONE ZONE WHERE THE COOLING EFFICIENCY MEETS OR EXCEEDS THE EFFICIENCY REQUIRMENTS IN TABLE C403.5(3)

TABLE C403.5(3)
CLIMATE ZONE EFFICIENCY IMPROVEMENT

4C 64%
5B 59%

2.1.2. C403.3.2 HVAC EQUIPMENT PERFORMANCE REQUIREMENTS

TABLE C403.3.2(2)
MINIMUM EFFICIENCY REQUIREMENTS:

  ELECTRICALLY OPERATED UNITARY AND APPLIED HEAT PUMPS
EQUIPMENT TYPE SIZE CATEGORY  HEATING SECTION TYPE  SUBCATEGORY OR RATING CONDITION   MINIMUM EFFICIENCY   TEST PROCEDURE
   AIR COOLED   ≥ 65,000 BTUH   ALL OTHER      SINGLE PACKAGE         12.0 IEER     AHRI 340/360

  AND <135,000

2.1.3. ≥ 65,000 BTUH AND <135,000 REQUIRED MINIMUM BTUH FOR ALL OTHER SPLIT SYSTEMS IS 12.0 IEER
2.1.4. PROPOSED EQUIPMENT EFFICIENCY: 24.2 IEER
2.1.5. EFFICIENCY IMPROVEDMENT: GREATER THAN 200%

NOT TO SCALE
A

M2.0
EQUIPMENT SCHEDULE

NOT TO SCALE
B

M2.0
SEATTLE ENERGY CODE - COMPLIANCE NOTE

ROOFTOP EQUIPMENT
ID Make Model Control Type Static Pressure Voltage Phase MCA Weight (lbs) Height Base Size

NEW OU-1 TRANE MXZ-SM72TAM-U1 LEV 0 / 0.12 208/230 3 32.0 433 65-7/16 41-11/32 X 18-7/64
NEW IDU-1 TRANE PKFY-P24NKMU-E2.TH LEV 0 208/230 1 0.63 46 14-3/8 46-1/16 X 11-5/8
NEW IDU-2 TRANE PKFY-P24NKMU-E2.TH LEV 0 208/230 1 0.63 46 14-3/8 46-1/16 X 11-5/8

ROOFTOP EQUIPMENT CONTINUED

ID TYPE REFRIGERANT Economizer
COOLING

CAPACITY BTU/HR IEER
HEATING CAPACITY BTU/HR

CFM DB
INPUT OUTPUT Thermal Eff

NEW OU-1 OUTDOOR R410A EXCEPTION 3 - C403.5 72,000
24.2

80,000 5,260 54
NEW IDU-1 WALL-MOUNTED R410A N/A 24,000 27,000 918 39
NEW IDU-2 WALL-MOUNTED R410A N/A 24,000 27,000 918 39

1
01
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 1
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R
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N

S

1

NATURAL VENTILATION
SURFACE AREA OF

SPACE (FT^2)
MINIMUM OPENABLE AREA TO THE OUTDOORS FOR

NATURAL VENTILATION PER SMC 402.2 (FT^2)
EXISTING OPENABLE AREAS

TRANSFER GRILLES DOORS WINDOWS TOTAL
1062.8 42.51 13.32 49.95 30.5 93.77

NOT TO SCALE
A

M2.0
EQUIPMENT SCHEDULE

1
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